### Test Report

**IEC Standard IEC 61400-12-1, Ed.1 (2005-12)**

**Power performance measurements of electricity producing wind turbines**

<table>
<thead>
<tr>
<th>ICRE Report Number:</th>
<th>ICRE.WE.TR.PP.19-00018-R0</th>
</tr>
</thead>
<tbody>
<tr>
<td>RETL internal Report Number:</td>
<td>UL-USA-PPT-18-01508-03.02</td>
</tr>
<tr>
<td>Date of issue:</td>
<td>2019-11-01</td>
</tr>
<tr>
<td>Total number of pages:</td>
<td>116</td>
</tr>
</tbody>
</table>

**RE Testing Laboratory:**
UL International GmbH

**Testing location/address:**
7595 FM 2050
Bruni, TX 78344

**Applicant's name:**
NextEra Energy Resources

**Address:**
700 Universe Blvd
Juno Beach, FL 33408

**Test item description:**
Wind Turbine

**Manufacturer:**
GE

**Model/Type reference:**
GE 2.52 – 127

**Ratings:**
2520 kW

**Tested by** (name, function, signature):
Levi Ringquist
PPT Project Engineer

**Approved by** (name, function, signature):
Harald Mellinghoff
PPT Senior Eng. Leader

---

**General disclaimer:**

The test results presented in this report relate only to the object tested. This report shall not be reproduced, except in full, without the written approval of the Issuing RE Testing Laboratory (RETL). The authenticity of this Test Report and its contents can be verified by contacting the RETL, responsible for this Test Report.